




















Planning Area Land Use
Area, 
acres Units

Denisty, 
units/acre

Generation 
Factor

Generation, 
gpd

Residential 10.1 303 30 192 gpd/DU 58,176
Tech Park 15.2 -- -- 1500 gpd/ac 22,800

Open Space 0.2 -- -- -- 0
Residential 18.3 586 32 192 gpd/DU 112,512
Tech Park 1 -- -- 1500 gpd/ac 1,500

Open Space 2.1 -- -- -- 0
Residential 17.1 548 32 192 gpd/DU 105,216
Tech Park 0.9 -- -- 1500 gpd/ac 1,350

Open Space 0.3 -- -- -- 0
Residential 16.9 540 32 192 gpd/DU 103,680
Tech Park 0.4 -- -- 1500 gpd/ac 600

Commercial 0.5 -- -- 1500 gpd/ac 750
Residential 4 79 20 192 gpd/DU 15,168
Tech Park 0.6 -- -- 1500 gpd/ac 900

Commercial 6.8 -- -- 1500 gpd/ac 10,200
Residential 7.4 148 20 192 gpd/DU 28,416
Tech Park 11.1 -- -- 1500 gpd/ac 16,650
Residential 10 200 20 192 gpd/DU 38,400
Commercial 0.5 -- -- 1500 gpd/ac 750
Residential 20.6 624 30 192 gpd/DU 119,808
Tech Park 1.1 -- -- 1500 gpd/ac 1,650

I Tech Park 4 -- -- 1500 gpd/ac 6,000
Residential 6.5 130 20 192 gpd/DU 24,960
Tech Park 9.8 -- -- 1500 gpd/ac 14,700

K Tech Park 3.6 -- -- 1500 gpd/ac 5,400
M Open Space 51.3 -- -- -- 0

TOTAL 220.3 3,158 689,586
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OTAY 250 SPECIFIC PLAN AMENDMENT
PROJECTED SEWER GENERATION
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DATE: FOR: SHT 1 OF 1
BY:

M.G.D. C.F.S.

14 12 17,761 17,761 80 222 3.0 54,143 0.054 0.084 8 3.70 0.016694 0.08667 0.13 0.0600 3.14

12 10 17,761 35,522 80 444 2.8 98,668 0.099 0.153 8 2.10 0.040380 0.13333 0.20 0.1118 3.07
10 8 121,458 156,980 80 1,962 2.3 357,205 0.357 0.553 8 2.20 0.142827 0.25333 0.38 0.2739 4.54
8 6 28,275 185,255 80 2,316 2.2 412,279 0.412 0.638 8 1.10 0.233131 0.33333 0.50 0.3930 3.65
6 5 77,118 262,373 80 3,280 2.1 557,258 0.557 0.862 10 1.20 0.166396 0.34167 0.41 0.3032 4.10
5 4 66,761 329,134 80 4,114 2.1 678,105 0.678 1.049 12 0.55 0.183926 0.44000 0.44 0.3328 3.15
4 3 0 329,134 80 4,114 2.1 678,105 0.678 1.049 15 0.55 0.101442 0.40000 0.32 0.2167 3.10
3 2 34,515 363,649 80 4,546 2.0 739,255 0.739 1.144 15 0.55 0.110590 0.41250 0.33 0.2260 3.24
2 1 17,430 381,078 80 4,763 2.0 769,836 0.770 1.191 15 6.67 0.033070 0.22500 0.18 0.0961 7.93

22 12 17,761 17,761 80 222 3.0 54,143 0.054 0.084 8 2.00 0.022706 0.10000 0.15 0.0739 2.55

20 10 80,972 80,972 80 1,012 2.5 201,369 0.201 0.312 8 2.70 0.072680 0.18000 0.27 0.1711 4.10

18 8 8,700 8,700 80 109 3.4 29,187 0.029 0.045 8 1.10 0.016504 0.08667 0.13 0.0600 1.69

16 6 77,118 77,118 80 964 2.5 193,044 0.193 0.299 8 1.90 0.083058 0.19333 0.29 0.1890 3.56

15 5 42,360 42,360 80 530 2.7 114,914 0.115 0.178 8 1.10 0.064980 0.16667 0.25 0.1535 2.61

26 24 35,010 35,010 80 438 2.8 97,436 0.097 0.151 8 0.78 0.065430 0.16667 0.25 0.1535 2.21
24 4 24,401 59,411 80 743 2.6 154,016 0.154 0.238 8 1.10 0.087091 0.19333 0.29 0.1890 2.84

106 104 182,062 182,062 80 2,276 2.2 406,119 0.406 0.628 8 2.20 0.162385 0.27333 0.41 0.3032 4.66
104 102 118,980 301,042 80 3,763 2.1 627,699 0.628 0.971 10 1.50 0.167642 0.35000 0.42 0.3130 4.47
102 100 0 301,042 80 3,763 2.1 627,699 0.628 0.971 10 1.47 0.169344 0.35000 0.42 0.3130 4.47

108 104 91,988 91,988 80 1,150 2.4 224,882 0.225 0.348 8 2.00 0.094307 0.20667 0.31 0.2074 3.77

Max dn/D 0.50

REFER TO PLAN SHEET: Exhibit A
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SEWAGE PER 
CAPITA DAY 

(GPD)

POPULATION 
SERVED

1/3 D
1/2 E, 1/4 F

2/3 H

I, 1/2 K

1/3 D, 1/2 F, 1/2 G

J, 1/2 k

1/2 G + Flow from MH 18
Flow from MH 18
1/2 E, 1/4 F

1/6 C

1/6 C

Flow from MH 22
1/3 H + Flow from MH 20

2.  17,430 gpd of sewer generation based on Table 4-2 from January 2013 East Otay Mesa Sewer Service Area Sewer Master Plan for 20.15 Acres at 865 gpd/acre for Light Industrial Land Use

Off-site - Otay Mesa Crossings LLC Property1

Off-site - Piper Ranch LP Propery2

1.  34,515 gpd of sewer generation based on Table 4-2 from January 2013 East Otay Mesa Sewer Service Area Sewer Master Plan for 23.01 Acres at 1,500 gpd/acre for Technology Business Park Land Use

2/3 A, 1/3 B

2/3 B, 2/3 C, 1/3 D

2/3 A, 1/3 B

1/3 A + Flow from MH 108

1 K' based on n = 0.013
2 dn/D using K' in Brater King Table 7-14
3 From Brater King Table 7-4 based on dn/D
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